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                  Porcupine found in tree locally 
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Facilities and Staff Updates 

 

Water Facilities 
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Wastewater Facilities 
Aspen WWTP Stables Lift 
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Service Vehicles 

Truck 1 Truck 2 Truck 3 Truck 4 Truck 5 
     

 

Equipment 

Vactor Truck Dump Truck Backhoe Skid steer Excavator 
     

 
 Equipment failures or vehicle failures to report 

o   

 

 

 Accidents 
o No accidents to report. 

 

 

In Service Repaired 
last month 

Out of 
Service 
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Operations Updates 
 Leaks to report  

o The PRV on Carefree was discovered leaking and was repaired.  
o A Leak was discovered on Rarity way and repaired. 
o The Thermal scan that we tried was very inconclusive and not a viable solution 

for subsurface leak-detection. 
 Fallen Tree Transfer Station 

o Fallen Tree is having a new roof installed. The old roof is past its life expectancy. 

 

 Aspen WWTF 
o The WWTF is operating inside the permit limits. 

  

 

 Projects 
             Summer Project List is Completed 
 Fire Hydrant Maintenance (completed for the season) 
 Valve Maintenance (completed for the season) 
 Collection system cleaning (completed for the season) 
 Collection system inspections (Continues as Temps allow) 
 Grounds Maintenance and weed control (completed for the season) 
 Dig list (A variety of excavation projects) 
 Leak Detection (On Going) 

 
 Unaccounted Water 

o Wells 17 and 18 produced 6,740,345 gallons of water in the month of October. 
o The District sold its customers 4,030,000 gallons of water in the month of 

October, leaving 2,610,000 gallons unaccounted for. 
o 38% of the water produced is unaccounted for in the month of October. 

 
 

 Aspen WWTP and Town of Crestone Loading 
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o Aspen WWTP averaged 47% of hydraulic loading capacity in the month of 
October, the Town of Crestone contributed an average of 15% of the treatment 
plants hydraulic load.  

o Aspen WWTP averaged 67% of organic loading capacity in the month of October. 
The Town of Crestone contributed an average of 21% of the treatment plants 
organic load.  
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                                     BGWSD Water Loss Zones 
 
  MHE                                                                                                                                Brookview 
ZONE 
                                                                                          S.Crestone  
                                                                                                                                               Moonlight 

 
 
 
 

                                                                                                                             Fallen Tree 

 
 

 

 

 



   

6 | P a g e  
 

 

 

 



   

7 | P a g e  
 

 

 


